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A. The hour and date specified for receipt of offers is extended to 3:00 p.m. local
time June 30, 2000.

B. The price range listed in block 10 of Standard Form 1442 is corrected to read
Between $140,000,000 and $170,000,000.

C. A pre-proposal conference and site visit was held June 5, 2000.  A list of
attendees is attached.

D. Part I, Section H.3 OPTION FOR INCREASED QUANTITY--FIXED PRICE
CONTRACT paragraph (b) is amended as follows:

Optional Items Time Period for Exercising Option

CLIN 0009/Option 2 Date of Contract Award
CLIN 0010/Option 3 Date of Contract Award

The time period for all other optional items remains 180 days after the contract
award.

E.       Part III, Section J.2 LIST OF ATTACHMENTS, Attachment One - Specification
is amended as follows:

1. Volume 1, Division 1, Section 01400 - Quality Control, revise paragraph 1.06.C
to read:

C. Quality Control Specialists:

1. Provide a separate QC specialist at the work site for each of the areas of
responsibility specified below who shall assist and report to the QC
Manager, and who shall have no duties other than performing the three
phases of control and preparing documentation for each definable feature
of work in their area of responsibility at the frequency specified.

2. In addition to the requirements of the “Contractor’s Quality Control Plan”,
the QC Specialists shall be available on site for consultation with the
COTR at least two (2) hours per day, three (3) days per week during
construction/installation of features of work under their responsibility.
The QC Specialists shall be on site (or off-site as required) full time for
testing and commissioning of work under their responsibility.  Resumes of
all contractor proposed Quality Control Specialists shall be submitted to
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the COTR for approval.  Upon the government’s acceptance of the
Contractor’s Quality Control Plan, the contractor shall update their Detailed
CPM Schedule (DCS) to include activities and durations for the Quality
Control organization.

a. Automatic Temperature Controls Specialist
(1) Controls Specialist shall have a minimum of ten (10) years experience

of installation and testing of automatic temperature control systems of
similar size and complexity of this project.

(2) Controls Specialist shall be provided by the Controls Contractor

b. Clean Room Specialist/Director
(1) Clean Room Specialist shall have a minimum ten (10) years

experience in the construction of cleanrooms
(2) Clean Room Specialist shall have completed a minimum of two

projects dealing with sub-micron wafer technology under Class M3.5 or
better

c. Concrete Specialist
(1) Concrete Specialist shall have a minimum of ten (10) years of

experience of field supervision and coordination of the installation of
concrete structures of comparable size and complexity of this project.

(2) Concrete Specialist shall be provided by Contractor or Concrete
Subcontractor

d. Commissioning Specialist
(1) Commissioning Specialist shall have ten (10) years experience in

commissioning and coordination of trades for commissioning on projects
of similar size and complexity.

(2) Commissioning Specialist shall have a demonstrated ability to prepare
and coordinate commissioning plans and schedules.

e. Damp/Waterproofing Specialist
(1) Damp/Waterproofing Specialist shall have a minimum of ten (10)

years experience in supervision and coordination of Damp/Waterproofing
components and system installation similar in complexity and size of this
project
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(2) Damp/Waterproofing Specialist shall be certified to install and repair
system by the system’s manufacturer

f. Electrical Specialist
(1) Electrical Specialist shall have a minimum of ten (10) years experience of

field supervision, coordination, and testing of electrical systems comparable to
the size and complexity of this project

(2) Electrical Specialist can be provided by the Electrical Subcontractor

g. Fire Alarm Specialist
(1) Fire Alarm Specialist shall have a minimum of ten (10) years experience

of field supervision, coordination, and testing of fire alarm systems
(2) Fire Alarm Specialist can be provided by the Fire Alarm Subcontractor

h. Fire Protection (Sprinkler) Specialist
(1) Fire Protection Specialist shall have a minimum of ten (10) years

experience of field supervision, coordination, and testing of fire sprinkler
systems of comparable size and complexity of this project.

(2) Fire Protection Specialist can be provided by the Fire Sprinkler Protection
Subcontractor

i. High Accuracy Controls Specialist
(1) High Accuracy Controls Specialist shall have a minimum of ten (10) years

experience in the installation, coordination, and testing of control systems of
comparable size and complexity of this project.

(2) High Accuracy Controls Specialist shall be provided by the High
Accuracy Controls Specialist, not the Contractor.

j. Mechanical (Ductwork / Sheet Metal) Specialist II
(1) Ductwork / Sheet Metal Specialist shall have a minimum of ten (10) years

experience in field supervision, coordination, and testing of air distribution
systems.

(2) Ductwork / Sheet Metal Specialist can be provided by the Contractor or
the Subcontractor directly installing the air distribution systems.

k. Mechanical (HVAC) Specialist I
(1) HVAC Specialist shall have a minimum of ten (10) years experience in

field supervision of rigging, installation, and testing of chilled water, hot
water, and steam piping.  The piping experience shall be of HVAC systems
comparable in size and complexity to this project.
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(2) In addition, the HVAC Specialist shall have experience in the coordination
process of projects similar in complexity and size to this project.

(3) HVAC Specialist can be provided by the Contractor or the Subcontractor
directly installing the mechanical systems.

l. Plumbing Specialist
(1) Plumbing Specialist shall have a minimum of ten (10) years experience in

field supervision of the coordination, installation and testing of plumbing
systems comparable in size and complexity to this project.

(2) Plumbing Specialist can be provided by the Contractor or Subcontractor
directly installing the plumbing systems.

m. Safety Specialist (Manager / Officer)
(1) Safety Specialist shall have ten (10) years of experience as the safety

manager / officer for projects comparable to this project.
(2) The Safety Specialist shall be employed by the Contractor, and shall be a

full-time position reporting directly to an officer of the firm.

n. Structural Steel Specialist
(1) Structural Steel Specialist shall have a minimum of ten (10) years of

experience in the field supervision and coordination of structural steel
installations of comparable size and complexity of this project.

(2) Structural Steel Specialist shall be provided by the Contractor or Structural
Steel Subcontractor.

2. Volume 1, Division 1, Section 01410 - Tests and Inspections, revise paragraph
1.01.B.5 to read: 5. Testing and inspection required for Contractor's Quality
Control Plan.

3. Volume 1, Division 1, Section 01500 - Construction Facilities, Temporary
Controls, Utilities and Safety, revise paragraph 1.18.C.1 to read: 1. The
Contractor shall pre-screen their employees to eliminate anyone who does not
meet the following criteria: The prospective employee shall either be a United
States (U.S.) Citizen, or if a non-U.S. citizen, have official legal status in the U.S.
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4. Volume 1, Division 5, Section 05500 - Metal Fabrications, revise paragraphs
2.01.U. through 2.01.U.2.b. to read:

U. Aluminum plate for electromagnetic shielding:
1. ASTM-B221, AA3003-H14.
2. Mill finish and non-heat treatable.

a. Rolled and strain hardened.
b. 6.35 mm thick and flat.

5. Volume 1, Division 7, Section 07110 - Fluid Applied Rubberized Asphalt
Waterproofing, add paragraph 2.01.A.1.b.(3) to read: (3) Bakor.

6. Volume 3, Division 15, Section 15861 - Custom Packaged Air Handling Unit,
Cleanrooms, add paragraph 2.01 A.1.b.(4) to read: (4) Energy Labs, Inc.

F. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment Two - Drawings
 is amended as follows:

1. Page 2 which was missing from the Index of Drawings dated May 15, 2000 is
attached.

2.   Sheet No. A3.2-12 – Access Areaway No. 6 Enlarged Plans and Sections

Revise Access Areaway No. 6, Metrology East Lower Level EL.122.500 Plan
1/A3.2-12 as follows:
Change 5500 dimension to 7000

3.   Sheet No. A3.2-12 – Access Areaway No. 6 Enlarged Plans and Sections

Revise Access Areaway No. 6, Metrology East Distribution Level EL.127.100 Plan
2/A3.2-12 as follows:
Change 5500 dimension to 7000
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4.   Sheet No. S0-01 – General Notes

Revise Applicable Codes and Standards Note No. 2 as follows:
“2. Building Code Requirements for Reinforced Concrete (ACI 318M-99).”

5.   Sheet No. S1-01F – Lower Level – West A Foundation Plan Metrology

Revise Footing Size at DD-6.1 to 8F 3100.

6.   Sheet No. S3-32 – Sections and Details

Add Section No. 8/S3-32 as indicated on attached Amendment Drawing No. AM-1-
8/S3-32.

7.   Sheet No. S3-32 – Sections and Details

Add Section No. 9/S3-32 as indicated on attached Amendment Drawing No. AM-1-
9/S3-32.

8.   Sheet No. S3-33 – Sections and Details

Revise Access Areaway Lower Level Foundation Plan (1/S3-33) as follows:
Change 5500 dimension to 7000

9.   Sheet No. S3-33 – Sections and Details

Revise Access Areaway Lower Level Slab on Grade Plan (2/S3-33) as follows:
Change 5500 dimension to 7000



Solicitation No. 52SBNB0C1045
Amendment No. 0001
Page 8 of  10

10.  Sheet No. M4-08H – Lower Level – West A Distribution Plan Metrology HVAC
Part Plan

Revise Plan as follows:
Change exhaust stacks for EF-301A & EF-301B from 1050 to 1000.
Change exhaust duct and stack for EF-303 from 400 to 450.
Change exhaust air plenum size from 750 x 6500 x 2500 to 1150 x 9100 x 2500.

11.  Sheet No. M4-14 – Level One-F Distribution Plan Cleanroom Mechanical Part Plan

Revise Plan as follows:
Change size of cooling tower equalizer line to 250.

12.  Sheet No. M4-52 – Air Handling Units Plans and Elevations

Revise High Accuracy Temperature Control Lab Recirculating Air Handling Units
table of dimensions (for AHU-301 through AHU-310) as indicated on attached
Amendment Drawing No. AM-1-1/M4-52.

13.  Sheet No. M8-02 – Mechanical Schedules

Delete Sheet No. M8-02 in its entirety and replace with attached Sheet No. M8-02.
Fan Schedule has been revised.  See fan data in bold type.

14.  Sheet No. M8-03 – Mechanical Schedules

Delete Sheet No. M8-03 in its entirety and replace with attached Sheet No. M8-03.
Fan Schedule has been revised.  See fan data in bold type.

15.  Sheet No. M8-04 – Mechanical Schedules

Delete Heating Coil Schedule and replace with attached Amendment Drawing No.
AM-1-1/M8-04.
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16.  Sheet No. M8-05 – Mechanical Schedules

Revise Air Blender Schedule as follows:
AB-505   AHU-505   2200   60   750   900   1   Blender Products ABM 600

17. The following drawings are attached:

Amendment Drawing No. AM-1-8/S3-32
Amendment Drawing No. AM-1-9/S3-32
Amendment Drawing No. AM-1-1/M4-52
Amendment Drawing No. AM-1-1/M8-04
Revised Sheet M8-02
Revised Sheet M8-03

G. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment Three - U.S.
Department of Labor General Decision MD0000056, Modification 0, February 11,
2000 is replaced by Modification 1 dated May 12, 2000 (5 pages)

H. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment Four - Schedule of
Values, 7 pages is revised and issued with June 12, 2000 date.

I. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment Five - AML Offeror
Question Form is revised and reissued.

J. Part IV, Section L.18 PROPOSAL PREPARATION INSTRUCTIONS is amended as
follows:

The following shall be submitted as a proposal addendum within three (3) days of the
closing date for receipt of offers:

 L.18.2.A.(2)(a) Summary Level Project Schedule (percentage of cost)
 L.18.2.B.(4) Summary Level Project Schedule (cost-loaded)

L.18.2.A.(3) Subcontracting Plan
L.18.2.B.(6) Attachment Four, Schedule of Values
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K. Part IV, Section M.5 TECHNICAL EVALUATION FACTORS, Paragraph 1 is
amended as follows:

All evaluation factors other than price, when combined, are approximately equal
to price.  Factor A is worth 45%, Factor B is worth 40% and Factor C is worth
15% of the technical score.








































